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Summary: ETFE cushion structure has been widely used as building roof and façade in lots 
kinds of civil buildings due to its advantages that mainly include transparent, lightweight, 
durability. There are mainly two design methods to determine the form of ETFE cushion. 
According to the model used for the analysis process of cutting, the two forming design 
methods consist of three-dimensional pattering method and flat patterning method. To 
investigate the forming design methods of ETFE cushion, two methods are presented which 
are the three-dimensional patterning method based on the zero-stress state and the flat 
patterning method based on nonlinearity of ETFE material. The physical states and 
mechanical models are defined for the two methods, respectively. On the basis of the 
theoretical analysis, experiments and numerical simulations on the two separate ETFE 
cushions are performed to obtain the shapes, stress distributions and the variations. It is 
found that, for the three-dimensional patterning model, the maximum difference of the shapes 
between experimental and numerical results is only 4 mm and the difference of the stress 
distributions is only 0.4 MPa. For the flat patterning model, a good agreement between the 
experimental and numerical results is obtained for the initial shape, and it is obtained that the 
stress decreases when the shape height and the ratio of rise to span increase due to the creep 
properties of ETFE materials. These findings have validated the proposed forming design 
methods, which are great importance for the application and development of ETFE cushion.  
1 INTRODUCTION 
ETFE membrane structure has received considerable attentions in recent years due to its 
advantages which mainly include transparent, lightweight, durability [1-3]. In 1982, the first 
ETFE membrane structure was employed for the Arnhem Burger Botanical Garden in 
Netherlands. Subsequently, the ETFE membrane structure was widely used in Western Europe, 
especially in Germany and United Kingdom, where the climate is fairly mild. Meanwhile, 
ETFE cushion enclosures became widely known primarily through the eight domes of the 
Eden project in 2001 [4], the dome of the Tropical Islands in 2004 [5] and the canopy roof of 
The Allianz Arena in 2005 [6]. Then the ETFE membrane structure was used gradually 
spreading all over the world [2]. In 2008 Beijing Olympic Games, ETFE membrane structure 
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was massively introduced into China, which was employed for the National Stadium "Birds 
Nest" and the National Aquatics Center "Water Cube", the largest ETFE building envelope in 
the world so far [7]. In the World Exposition 2010 Shanghai, the ETFE structure was 
employed for Italy Pavilion, Japan Pavilion and Vanke Pavilion. 
ETFE membrane structure is often used in the form of air-inflated cushion in the structure 
of building. According to the model used for the cutting analysis, the forming design methods 
of ETFE cushion can be divided into two kinds including 3D patterning and flat patterning. 
The 3D patterning method can be subdivided into two kinds which are 3D model based on the 
form finding state and 3D model based on zero-stress state [8]. At present, the widely used 
method in engineering is the 3D patterning method based on the form finding state 
considering the constant or non-constant strain compensation, which will cause the difference 
of shape and stress between the analytical value and the actual results. The 3D patterning 
method has some disadvantages of inconvenient and consumptive, but it is suitable for any 
forms of ETFE cushion especially for the high rise ETFE cushion. For flat patterning method, 
through fabricating by using simple flat patterning, ETFE cushion is inflated until the stress 
approach or pass the first yield point to obtain the desired initial shape due to the creep 
property of ETFE material [9-12]. The flat patterning method has distinguished advantages of 
simple fabrication, easy to install, material cost efficiency. 
For 3D patterning method, there are many literatures. Robinson-Gayle, Wolfgang and 
Edward introduced buildings, basic mechanical properties and applications of ETFE foils 
[13-15]. Christan proposed the air unit and modeled the air for load carrying of ETFE cushion 
[16]. Moritz investigated comprehensively design and engineering application of ETFE 
cushion [17-18]. Borgart studied mechanical behavior of multi-layered air inflated cushions 
through the numerical analysis and experiment [19]. Wu studied ETFE film mechanical 
property, analysis of ETFE inflated cushion and cushion-form with spring strut to support 
between layer, as well as test [20-21]. Gu conducted analysis and model experiment of ETFE 
cushion, and proposed a new way to measure stress [22]. Chen carried out series tests for 
ETFE cushion experiencing high temperature from 40 degree to 80 degree, as well as ETFE 
film, which testified the applicability of ETFE cushion in Middle East, and made experiments 
of ETFE cushion-inflated and studied mechanical behavior and ultimate capacity under 
normal and low temperature environment [23-26].  
For flat patterning method, there is less public work. Schiemann made ETFE bursting test 
to exhibit nonlinear visco-elastic behavior [27]. Weininger and Schoene made series 
experiments on ETFE cushion-inflated through flat-patterning and studied post-hardening 
behavior [28-29]. Boegner studied mechanical properties of ETFE foil and firstly realized 
plane multi-axial experiment [30]. However, there are very few attentions have been paid on 
the forming design method of ETFE cushion. 
This present paper focuses main effort on the forming design methods of ETFE cushion 
structure. To investigate the forming design methods of ETFE cushion, two methods are 
presented which are the three-dimensional patterning method based on zero-stress state and 
the flat patterning method based on nonlinearity of ETFE material. The physical state and 
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mechanical models are defined for the two methods, respectively. On the basis of the 
theoretical analysis, experiments and numerical simulations on the two separate ETFE 
cushions are performed to obtain the shapes, stress distributions and the variations.  
2 DESIGN METHOD OF ETFE CUSHION 
2.1 Design method and integrated process 
Up to now, there are main two design methods to determine the form of ETFE cushion. 
According to the model used for the analysis of cutting and loading, the forming design 
methods of ETFE cushion include three-dimensional patterning and flat patterning.  
Fig. 1 shows the two design methods and their corresponding integrated procedures: M-1 is 
the first method based on flat patterning; M-2 is the second method which is same to the 
traditional design method based on three-dimensional patterning. M-1 is the designed method 
through flat patterning: M-1① is usually the concept of architectural design; M-1② is the 
flat cutting sheet; M-1③ is the welding in the plane; M-1④ is the inflating in the factory to 
retain the reasonable residual strain; M-1⑤ is the inflating in the field; M-1⑥ is the 
operation of ETFE cushion. M-2 is the traditional design method based on three-dimensional 
pattern; M-2① is the form-finding state; M-2② is the cutting sheet with curved edges; M-2
③ is the welding of 3D surface; M-2④ is the inflating for the leak hunting in the factory; 
M-2⑤ is the inflating in the field; M-2⑥ is the operation of ETFE cushion. 
In summary, M-1 has some advantages of convenient and low cost, but its rise is usually 
low. To obtain higher rise, the ETFE cushion can be performed with repeated the process of 
inflated forming. Compared with M-1, M-2 has some disadvantages of inconvenient and 
consumptive, but this design method is suitable for any forms of ETFE cushion, especially for 
the large rise ETFE cushion. 
 
Fig. 1. Design methods and integrated processes of ETFE cushion. 
2.2 Physical states and mechanical models 
The physical states and mechanical models of ETFE cushion are different between the two 
forming design methods. For the 3D patterning method, the allowable design stress of ETFE 
foils is limited under the first yield stress with specific safety of factor. Therefore, the initial 
behavior of ETFE foils during the form-developing process is generally considered and 
modeled as linear elastic isotropic. However, the mechanical properties of ETFE foils during 
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the forming process of inflated cushion through flat-patterning method are more complex due 
to the requirement to obtain enough residual strain for the higher rise.  
In order to acquire the desired initial surface, the ETFE cushion based on 3D patterning 
method experiences the processes of form finding, structure analysis and cutting. Fig. 2 shows 
the physical states of ETFE cushion through 3D patterning. The initial geometric state ① is 
an unstressed state which contains nodal coordinate, topology and boundary condition without 
considering the material property. The form-finding analysis is to obtain the form-finding 
equilibrium state ② with the state ① and pretension. Elastification is to assign real material 
property to the corresponding structural member to obtain the elasticized equilibrium state ③ 
with other state parameters same as the state ②. Relaxation analysis is to solve the 
zero-stress state ④ based on the state ③. The state ④ is an unstressed state obtained by 
removing the internal pressure. Based on the state ④, the pre-stressed state ⑤ can be solved 
via pre-stress analysis. Then load analysis can be carried out to obtain the load state ⑥. The 
cutting and pattern is to obtain the cutting and pattern state ⑦. After completing the 
manufacture, inflation forming is performed to obtain the configuration pre-stressed state ⑧. 
 
Fig. 2. Physical states and mechanical models of ETFE cushion through 3D patterning 
Fig. 3 shows the physical states and mechanical models for the whole design process of the 
ETFE cushion through the design method of flat patterning. The range of time which contains 
0~t3 is the phase of inflated forming, which can be subdivided into three phases: inflating, 
creep and creep-recovery. This process can be repeated according to the design requirements. 
The time range of t3~t4 is the phase of storage and transport under 0 kPa. The time range of 
t4~t5 is the inflating phase in the field. The time range of t5~t6 is the inflated pre-stress state 
without external loads. The time range of t6~ti is the phase on operation while ETFE cushion 
resisting dead loads, wind, snow, et al. The stress of ETFE cushion has the same time 
measurement compared with the internal pressure. The strain of ETFE cushion shows time 
delay properties and has residual after the deflating to the non-stressed state. This value of 
residual strain determines the initial rise of ETFE cushion in-service. It can be found that the 
design method through flat pattering contains the profound mechanical problems. During the 
whole design process, the ETFE foil experiences complex variation stages including elastic 
deformation, viscoelastic creep, recovery, and hardening.  
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Fig. 3. Physical states and mechanical models of ETFE cushion through flat patterning. 
3 EXPERIMENTATION 
To investigate the two proposed forming design methods, two different ETFE cushion 
models were designed and developed through the two methods to perform the forming test. 
3.1 ETFE cushion model 
For 3D patterning method, the initial planar dimension of ETFE cushion was square whose 
side length is 1.5 m. The form of the ETFE cushion was found by EASY Ver. 9.2 [31], and 
the initial stress (force density) was calculated from expected geometry and normal pressure 
of 3.5 kPa, that made the ETFE cushion reach nearly the yield strength. This meant that the 
ETFE cushion could represent the structural performance of practical engineering size. Based 
on the algorithm of zero-stress state of inflatable membrane structure, the zero-stress state of 
the ETFE cushion was calculated [8]. As a result, the pre-stresses analysis, load analysis and 
cutting analysis could be performed based on the obtained zero-stress state. To achieve the 
smooth surface, the symmetrical pattern was made in the welding process of ETFE cushion. 
In detail, for each layer of the ETFE cushion, four cutting panels were symmetrical about the 
diagonal line. The planar dimension and cutting pattern of ETFE cushion are shown Fig. 4. 
  
             (a) Planar dimension            (b) Cutting pattern (1/2) 
Fig. 4. Dimension and cutting of ETFE cushion through 3D patterning. 
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For flat patterning method, the ETFE cushion model was manufactured through the simple 
plane cutting and welding. As shown in Fig. 5, the planar dimension of the cushion is 
equilateral triangle whose side length is 2.5 m. The ETFE film with the thickness of 250 m 
is 250NJ from Japanese Ashi Glass Co. ltd. Due to the limitation of the width of ETFE foils, 
the upper layer and lower layer are both welded with two sheets. The edges of the two layers 
are sealed to be a cushion and the seams are 10 mm width. Aluminum extruder profiles are 
used to connect the edges of ETFE cushion pocketed with 6 PE bars, and tensioned 
backward with uniform bays of 21 cm to the bracket plates on the upper square tubes of the 
steel square frame. There are two holes reserved on the lower layer near the corners: one is air 
inlet/outlet, and the other one sets the pressure sensor. 
 
Fig. 5. Planar dimension of ETFE cushion through flat patterning. 
3.2 Experimental setup 
For the square ETFE cushion model, the preparatory work was performed to integrate the 
experimental system. First, the square ETFE cushion model was fixed onto the steel square 
frame. Then the 3D scanning machine was set up to scan the membrane shape of outer layer 
which was pasted with target stickers on the grid lines, and the automatic pressure control 
system was installed through the reserved accesses with sealing performance of valve core on 
the membrane surface. Fig. 6 shows the experimental system of ETFE cushion through 3D 
patterning. Finally, the square ETFE cushion model was inflated to 3.5 kPa by means the 
pressure control system. During the forming test, the internal pressure and membrane shape of 
the ETFE cushion were measured at the specified time. 
 
Fig. 6. Experimental system of ETFE cushion through 3D patterning. 
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For the triangular ETFE cushion model, the preparatory work was performed to integrate 
the experimental system. First, the triangular ETFE cushion was fixed onto the steel square 
frame. Then the dynamic photogrammetry system was set up to acquire the 2D data of ETFE 
cushion which was pasted with target stickers on the grid lines, and the automatic pressure 
control system was installed through the reserved accesses with sealing performance of valve 
core on the membrane surface. Fig. 7 shows the experimental system of ETFE cushion 
through flat patterning. According to the value of internal pressure, the whole procedure of 
forming test is divided into three consecutive phases: 
(1) Inflating phase. At first, the ETFE cushion was inflated to 4 kPa by using the automatic 
pressure control system. During the inflating phase, the internal pressure and membrane shape 
of the ETFE cushion were measured by means of the pressure control system and the dynamic 
photogrammetry system, respectively.  
(2) Creep phase under the constant internal pressure. When ETFE cushion was inflated to 4 
kPa, the internal pressure was kept at 4 kPa through the automatic pressure control system. In 
order to prevent the frequent switch-on shift of the automatic pressure control system, the 
work range of the internal pressure was set as 3.985~4.015 kPa. It meant that the forming test 
entered the creep phase whose duration was 24 h. At the specified time, the internal pressure 
and membrane shape of the ETFE cushion were measured and recorded respectively.  
(3) Creep recovery phase. After the creep phase, the ETFE cushion was deflated down to 
0.5 kPa to perform the creep recovery phase which was lasted for 24 h. The internal pressure 
and membrane shape of the ETFE cushion were measured and recorded at the proper time.  
 
Fig. 7. Experimental system of ETFE cushion through flat patterning. 
4 RESULTS AND DISCUSSIONS 
4.1 3D patterning model 
During the forming test of the ETFE cushion through 3D pattering method, the internal 
pressure and membrane shape were measured by means of the automatic pressure control 
system and the 3D scanning machine, respectively. According to the experimental results, the 
stress distribution of the ETFE cushion under different conditions could be calculated based 
on the equilibrium of inflated pressure and film internal force combining the liner adjustment 
theory and the force density method. Meanwhile, the numerical simulation for the form 
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finding of ETFE cushion through 3D patterning method was performed to obtain the shape, 
stress distribution and their variation by using ABAQUS. 
It is significant to discuss the shape of the ETFE cushion because that the shape of the 
ETFE cushion is the expression of architectural design concept. Fig. 8 shows the shapes of the 
square ETFE cushion model under 3.5 kPa which is designed through 3D patterning method. 
A good agreement between the experimental and numerical results is obtained for the shape of 
the ETFE cushion under 3.5 kPa, that the both change tendency are highly consistent with the 
same level and gradient slope. However, the difference can be also found that the maximum 
error value of the two results is 4 mm, and the experimental result is slightly larger due to 
creep properties of ETFE material. 
 
        (a) Numerical simulation            (b) Experimental result 
Fig. 8. Shapes of ETFE cushion at 3.5 kPa through 3D patterning. 
It is also significant to discuss the stress distribution of ETFE cushion because that the 
stress distribution affects the creep behavior of the material and the safety performance of the 
structure. Fig. 9 shows the stress distributions of the square ETFE cushion at 3.5 kPa which is 
designed through 3D patterning method. According to the comparison between the 
experimental and numerical results, it is found that the two stress distributions are similar. 
However, the stress distribution of the numerical simulation is more uniform and symmetric, 
and the variations of stress in some local regions obtained from the experimental result are 
sharp. The maximum difference between the two results is 0.4MPa, that the experimental 
result is slightly smaller. 
 
        (a) Numerical simulation            (b) Experimental result 
Fig. 9. Stress distributions of ETFE cushion at 3.5 kPa through 3D patterning. 
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4.2 Flat patterning model 
During the forming test of the triangular ETFE cushion model, the internal pressure and 
membrane shape of the upper layer were measured by means of the automatic pressure 
control system and the dynamic photogrammetry system, respectively. According to the 
experimental results, the stress distribution of the ETFE cushion under different conditions 
could be calculated. Meanwhile, the numerical simulation for the forming process of ETFE 
cushion through flat-patterning method was performed to obtain the shape, stress distribution 
and their variation by using ABAQUS. 
Fig. 10 shows the shapes of the triangular ETFE cushion model which is designed through 
flat-patterning method. The measured rise of the ETFE cushion is about 77.4 mm whose ratio 
of rise to span is about 1/19 when the internal pressure is 0.5 kPa during experimental process 
of the initial forming. A good agreement between the experimental and numerical results is 
obtained for the initial shape. However, the result of numerical simulation is slightly bigger, 
and the change level is smoother. Due to the creep properties of ETFE material, the shape and 
the ratio of rise to span increase. Finally, and the rise and ratio of rise to span are 121 mm and 
1/12, respectively.  
 
    (a) Numerical simulation     (b) Initial measurement    (c) Measurement after creep  
Fig. 10. Shapes of ETFE cushion at 0.5 kPa through flat patterning. 
Fig. 11 shows the stress distributions of the triangular ETFE cushion. It is found that the 
maximum stress of the ETFE cushion is 5.67 MPa when the internal pressure is 0.5 kPa 
during experimental process of the initial forming. The comparison of stress distribution 
between experimental result and numerical simulation does not show great difference. In 
details, the region of large stress obtained from numerical simulation is greater than the 
experimental result; the maximum stress obtained from the numerical simulation is 4.71 MPa, 
which is less than the experimental result. Finally, with the creep of ETFE foils, the stress 
distribution of the ETFE cushion decreases, the maximum stress is about 3.64 MPa. 
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    (a) Numerical simulation    (b) Initial measurement    (c) Measurement after creep  
Fig. 11. Stress distributions of ETFE cushion at 0.5 kPa through flat patterning. 
5 CONCLUSIONS 
This present paper focuses main effort on the forming design method of ETFE cushion 
structure. To this end, two methods are presented which are the three-dimensional patterning 
method based on the zero-stress state and the flat patterning method based on nonlinearity of 
ETFE material. Meanwhile, the physical states and mechanical models are defined for the two 
methods, respectively. To investigate the forming design methods, on the basis of the 
theoretical analysis, experiments and numerical simulations on the two separate ETFE 
cushions are performed to obtain the shapes, stress distributions and the variations. According 
to the analysis of experimental results, some conclusions can be summarized as follow:  
1. For the ETFE cushion model based on the three-dimensional pattering method, the 
maximum difference of the shapes between experimental and numerical results is only 4 
mm and the difference of the stress distributions is only 0.4 MPa.  
2. For the ETFE cushion model based on the flat patterning method, a good agreement 
between the experimental and numerical results is obtained for the initial shape, and it is 
obtained that the stress decreases when the shape height and the ratio of rise to span 
increase due to the creep properties of ETFE materials.  
In summary, the results of experiments and analysis have validated the proposed forming 
design methods, which are great importance for the application and development of the ETFE 
cushion.  
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